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10. Isafire hydrant provided to supply fire apparatus on the fire lane?
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FIRE APPARATUSACCESSAND FIRE LANE WORKSHEET

Building islimited in area? (YESOR NO)
Building is unlimited in area based on section 507 of the IBC? (YESOR NO)

Building is completely protected by an automatic fire sprinkler system, per IBC section 903.3.1.1 or
903.3.1.2? (YESOR NO)

Fire lanes are unobstructed? (YESOR NO)
Fire lanes are accessible from a public road? (YESOR NO)

Fire lanes extend to within 150 feet of any portion of the exterior wall of the first story of the building
or facility? (YES OR NO)
If no, aletter from the fire code official allowing and indicating acceptance of a distance greater
than 150 feet shall be submitted to the department.

Isany part of the building greater than 30 feet above the lowest level of the fire apparatus access?

(YESOR NO)
If yes, answer the following five questions:
a) Isfirelane pardld to one entire side of the building? (YESOR NO)
b) Isthe near edge of the fire lane within 30 feet of the building on that parallel side?
(YESOR NO)
C) Isafire lane provided capable of accommodating aerial fire apparatus? (YESOR
NO)
d) Are overhead power or utility lines located across or within afire lane for aerial fire
apparatus? (YESOR NO)
e Fire apparatus access has a minimum unobstructed width of 26 feet? (YES
ORNO)
Fire apparatus access roadways have an unobstructed vertical clearance of at least 13 feet 6 inches?
(YESOR NO)
Fire lanes have an unobstructed width of at least 20 feet? (YES OR NO)

(YESOR NO)
If yes, the minimum unobstructed width of the fire lane shall be at |east 26 feet wide for at least
20 feet on each side of the fire hydrant.

11. The minimum inside turning radius of the fire laneis at least 28 feet? (YESOR NO)

12. Isthe fire lane dead-ended with alength greater than 150 feet? (YESOR NO)

If yes, answer the following questions:

Isan areafor turning around fire apparatus provided by a cul-de-sac with a minimum diameter of
70 feet? (YESOR NO)

Isan areafor turning around fire apparatus provided by a 45-degree wye with a minimum length
of 60 feet per side? (YESOR NO)

Isan areafor turning around fire apparatus provided by a 90-degree tee with a minimum length of
60 feet per side? (YESOR NO)
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INSTRUCTIONS FOR
FIRE APPARATUSACCESSAND FIRE LANE WORKSHEET

There are several factors that need to be considered to determine compliance with section COMM
62.0500 for fire apparatus access and fire lanes. Thisworksheet is designed as atool to determine if
complianceis being provided.

Questions 1 and 2 are basic information to determine how the area limitations of the building or structure
are being complied with. 1t should be noted that all buildings and structures are required to have fire
apparatus access and fire lanes provided. A "yes' responseis required for either question 1 or question 2.
A "yes' response in question 1 or question 2 still requires completion of all portions of this worksheet. If a
"yes' response is provided for question 2 it is recommended that you check for compliance with
applicable requirements of section 507 of the IBC.

Question 3 isaso basic information that should be carried over from the plan submittal application form
and is only to be answered yes when a complete automatic fire sprinkler system is being provided, in
compliance with IBC section 903.3.1.1 or 903.3.1.2. A yes or no response is required for this question.

Questions 4 and 5 deal with the fire lanes and a yes or no response must be provided. Section COMM
62.0500(1) requiresthat the fire lanes be unobstructed and accessible from public roads. A "no" response
to this question isaviolation of the code requirements. Site re-design is then required for compliance.

Question 6 provides information verifying that all portions of the exterior wall of the first story of the
building or facility iswithin 150 feet of afire lane. If the distance to the fire lane from any portion of the
exterior wall of thefirst story of the building or facility is greater than 150 feet then a"no" response must
be provided. In addition a statement/letter from the fire code official must be submitted to the Department
clearly indicating acceptance of adistance greater than 150 feet. Without such statement, design would be
in violation of section COMM 62.0500(2)(a) and revised site design would be required. Please refer to
section COMM 62.0500(2) for other equivalent measures that may be applicable due to site constraints.

Question 7 provides information on the building elevations with respect to the location of the lowest level
of the fire apparatus access. If any part of the building is greater than 30 feet above the lowest level of the
fire apparatus access then a"yes' response must be provided and the five follow-up questions must be
answered. Questions 7athrough 7e require a"yes' response. If a"no" responseis provided for any such
guestions then a code violation is present.

* A "no" response to question 7aisaviolation of section COMM 62.0500(2)(a)2.
A "no" response to question 7b isaviolation of section COMM 62.0500(2)(a)2.
A "no" response to question 7c isaviolation of section COMM 62.0500(3)(b).
A "no" response to question 7d isaviolation of section COMM 62.0500(3)(b).
A "no" response to question 7eisaviolation of section COMM 62.0500(3)(€).
If a"no" responseis provided to question 7, then the five follow-up questions do not require aresponse as
such questions would not all be applicable to this building or facility.

*  F X X

Question 8 provides information on the overhead clearances provided for the fire lanes. Section COMM
62.0500(3)(a) requiresthat fire lanes have a minimum vertical clearance of 13 feet 6 inches. A "no"
response to this question isaviolation of the code reguirements.

Question 9 provides information on the minimum width of fire lanes. Section COMM 62.0500(3)(c)
requires that fire lanes be at least 20 feet in width. A "no" response to this question isaviolation of the
code requirements.
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Question 10 provides information asto if there is afire hydrant provided to supply fire apparatus on the
firelane. If a"yes' responseis provided to question 10, then the fire lane shall be at least 26 feet wide for
aminimum distance of 20 feet on each side of the fire hydrant based on Section COMM 62.0500(3)(d). A

no" response to question 10 will not require additional code requirements for fire lanes due to no fire
hydrant being provided.

Question 11 provides information on the turning radii of the fire lanes. Section COMM 62.0500(4)
requiresthat al inside turning radii be at least 28 feet. A "no" response to this question is aviolation of
the code requirements. It is noted that the fire code official may accept or require aminimum inside
turning radii other than 28 feet.

Question 12 provides information on fire lanes with a dead-end greater than 150 feet. Section COMM
62.0500(5) requiresthat al dead-end fire lanes longer than 150 feet be provided with aturnaround area. If
adead-end fire lane that islonger than 150 feet is provided then a"yes" response must be provided and
the follow-up questions need to be answered. Please note that only one of the follow-up questions need to
be answered "yes' in order to comply with the "turnaround" code requirements.
A cul-de-sac with a minimum diameter of 70 feet is acceptable per section COMM
62.0500(6)(a) for aturnaround,
* A 45 degree wye with a minimum length of 60 feet per side is acceptable per section COMM
62.0500(6)(b) for aturnaround, and
* A 90-degree tee with aminimum length of 60 feet per side is acceptable per section COMM
62.0500(6)(c) for aturnaround.
If a"yes' responseis provided in question 12 and a"no" responseis provided for AL L of the follow-up
guestions then the design isin violation of the code requirements.
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EXAMPLE 1OF FIRE APPARATUS

AND FIRE LANE WORKSHEET:
For the given information compl ete the fire lane worksheet:
One story Group M occupancy, PUBLIC ROAD

Type VB construction with afloor area of 8000 sg. ft,

Not protected by a sprinkler system, and
All portions of building islocated not more than 16 ft above the lowest point of the fire lane.

150 IF T

20 feet wide
firelane

150

10

PUBLIC ROAD
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FIRE APPARATUSACCESSAND FIRE LANE WORKSHEET
Building islimitedinarea? YES (YESOR NO)
Building is unlimited in area based on section 507 of the IBC? _NO (YESOR NO)

Building is completely protected by an automatic fire sprinkler system, per section 903.3.1.1 or
903.3.1.2?_NO (YESORNO)

< Complies with section

Fire lanes are unobstructed? _YES (YES OR NO) 62.0500(1)

Fire lanes are accessible from apublicroad? _YES (YES OR NO) Complies with section 62.0500(2)(3)

Fire lanes extend to within 150 feet to any portion of the for wall of the first story of the building
or facility? YES (YESOR NO)

If no, aletter from the fire code officia allowing and indicating acceptance of a distance
greater than 150 feet shall be submitted to the department.

Not applicable

Isany part of the building greater than 30 feet above the lowest level of the fire apparatus access?
NO (YESORNO)

If yes, answer the following five questions:

a) Isfirelane paralel to one entire side of the building? (YESOR NO)

b) Isthe near edge of the fire lane within 30 feet of the building on that parallel side?
(YESOR NO)

c) Isafirelane provided capable of accommodating aeria fire apparatus?
NO)

d) Areoverhead power or utility lines located across or within afire lane for aerial fire
apparatus? (YESOR NO)

€) Fireapparatus access has a minimum unobstructed width of 26 feet? (YESOR NO)

applicable

Fire apparatus access roadways have an unobstructed vertical clearance of at least 13 feet 6 inches?

YES (YESORNO Complies with section 62.0500(3) ) . :
Complies with section

Fire lanes have an unobstructed width of at least 20 feet? YES %Y ESOR NO) 62.0500(3)(c)

10. Isafire hydrant provided to supply fire apparatus on the fire lane? _NO_ (YES OR NO)

11. The minimum inside turning radius of thefirelaneis at least 28 feet? YES (YESOR NO

12. Isthe fire lane dead-ended with a length greater than 150 feet? NOSYESORNO) | Somplieswith section

If yes, the minimum unobstructed width gf the fire lane shall be at |east 26 feet wide for at least
20 feet on each side of the fire hydrant. Not applicable Complies with
<«—— | section 62.0500(4)

62.0500(5)

If yes, answer the following questions:

Isan areafor turning around fire apparatus provided by a cul-de-sac with a minimum diameter of
70 feet? (YESOR NO)

Isan areafor turning around fire apparatyggbrovided by a 45-degree wye with a minimum length
of 60 feet per side? (YESORN

Isan areafor turning around fire apparails provided by a 90-degree tee with a minimum length of
60 feet per side? (YESORN

Not applicable




EXAMPLE 2 OF FIRE APPARATUSAND FIRE LANE WORKSHEET:

For the given information compl ete the fire lane worksheet:
Four story Group B occupancy,

Type I11B construction with an area of 12,000 sg. ft per floor,

Not protected by a sprinkler system,
No overhead obstructions at fire lane, and

A portion of the roof is 38 ft above the lowest point of the fire lane.
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S

20 feet wide
fire lane, with
atotal length
of 410'

Public road
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7)

8)

9)
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FIRE APPARATUS ACCESS AND FIRE LANE WORKSHEET
Building islimitedinarea? YES (YESOR NO)
Building is unlimited in area based on section 507 of the IBC?_NO (YES OR NO)

Building is completely protected by an automatic fire sprinkler system? NO (YES OR NO)

Fire lanes are unobstructed? YES (YES OR NO) Complies with section 62.0500(1)

Fire lanes are accessible from apublicroad? YES (YESOR NO) | Complieswith section 62.0500(2)(a)

Fire lanes extend towithin ortion of the exterior wall of the first story of the building
or facility? YES (YESOR NO)

If no, aletter from the fire code official allowing and indicating acceptance of a distance greater
than 150 feet shall be submitted to the department.

Not applicable
Isany part of the building greater than 30 feet above the lowest level of the fire apparatus access?
__YES (YESORNO) / Complies with section 62.0500(2)(a)2

If yes, answer the following five questions:
a) Isfirelane parallel to one entire side of the building? YES (YES OR NO) *E/
b) Isthe near edge of the fire lane within 30 feet of the building on the parallel side? S
(YESOR NO)
C) Isafire lane provided capable of accommodating aerial fire apparatus? X, ES (YESOR
NO) Complies with
d) Are overhead power or utility lineslocated across or within afire lane for aerig section
apparatus? NQOg (YES ORNO) 62.0500(3)(b)2
e Fire apparatus access has a minimum unobstructed width of 26 feet? NO TTESUR
NO)

Fire apparatus access roadways have an unobstructed vertical clearance of at least 13 feet 6 inches?
_YES 4ESORNO) Complies with section 62.0500(3) Does not comply with

_ : 62.0500(3)(€)
Fire lanes have an unobstructed width of at least 20 feet? YES Q( ESOR NO)

Complies with section 62.0500(3)(c) but note that section 62.0500(3)(€) requires 26 feet wide fire lanes

10) Is afire hydranr proviaea 1o SUppry TITE apparalus On e TITe Tane?7_NU_ (Y ES UR NU)J

If yes, the minimum unobstructed width gf the fire lane shall be at least 26 feet wide for at least
20 feet on each side of the fire hydrant. Not applicable Complies with
section 62.0500(4)
11) The minimum inside turning radius of the fire laneis at least 28 feet? YES RNO

12) Isthe fire lane dead-ended with alength greater than 150 feet? YES (YES OR NO)

If yes, answer the following questions:

Isan areafor turning around fire apparatus provided by a cul-de-sac with a minimum diameter of
70 feet?_NQ_ (YESOR NO)

Is an area for tagning around fire apparatus provided by a 45-degree wye with a minimum length
of 60 feet per SIdeR NO ¢YESOR NO)

Isan areafor turning arQuni\fire apparatus provided by a 90-degree tee with a minimum length of
60 feet per side? _NO

Since no turnaround isprovided for the
dead-end fire lane section 62.0500(5) isin
violation.




FL-8

NOTE: Example 2 has two non-compliant conditions.

1. Since aportion of the building is greater than 30 feet above the lowest level of fire apparatus
access, the fire lane needs to be at least 26 feet in width { section 62.0500(3)(e)} . It should
also be noted that the YES answer for question 9 would indicate compliance with the general
width requirement of 20 feet based on section 62.0500(3)(c) but since section 62.0500(3)(e)
is more restrictive, the 26 feet wide requirement must be complied with.

2. Since adead-end fire lane greater than 150 feet is provided, an areafor turning around fire
apparatus must be provided per section 62.0500(5). There are three options that can be used
for compliance. They are &

*  Cul-De-Sac,
* 45 degree wye, or
* 90 degreetee.

Only one of the three above mentioned methods of turnarounds need to be provided.
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